EPG DESIGN GUIDE
SIDE SLOPE RISER
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CONTROLLER MUST BE
MOUNTED A MINIMUM OF
3 FT. ABOVE GRADE

EPG PUMPMASTER CONTROLLER
W/LEVEL CONTROL & FLOW METER
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LEVEL SENSOR BREAKDUT\

JUNCTION BOX N__ I.S., CONDUIT

AREA ONLY

MOTOR LEAD BREAKOUT
JUNCTION BOX

FLOW SENSOR BREAKOUT —
JUNCTION BOX

CONTROLLER MUST BE
‘ MOUNTED A MINIMUM OF
15 FT. FROM RISER
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FLOW SENSOR
CABLES ARE SHOWN UNSTRAPPED

HOSE COUPLING FROM THE HOSE TO SHOW CLARITY

VENT

LEVEL SENSOR
AND MOTOR LEAD

Nw SERIES LEVEL SENSOR

DISCONNECT

DISCONNECT SHOWN ON BOTTOM
FOR ILLUSTRATION ONLY

SUSPENSION HOSE HOSE COUPLING SUREPUMP
CABLE
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